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SHEET NO.
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DOOR NUMBER

XCOLUMN GRID
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SECTION MARK
DETAIL NO.
SHEET NO.

LOCATION
X'-XX"

NUMERALREVISION MARK

XX

XX.XX

XX

XX.XX

XX.XX
XX

X
###ROOM NAME

X

X

1. GC TO VERIFY BASE BUILDING AS BUILT CONDITIONS PRIOR TO PROCEEDING WITH WORK AND
IMMEDIATELY NOTIFY VAMC REPRESENTATIVE OF ANY CONDITIONS CONTRARY TO THOSE SHOWN
OR INFERRED ON THE DRAWINGS.

2. ALL DIMENSIONS THROUGHOUT DRAWINGS ARE IN ENGLISH (FPS) SYSTEM UNLESS OTHERWISE
NOTED.

3. ALL DIMENSIONS ARE TO THE FACE OF FRAMING BLOCK OR EXISTING FINISHES UNLESS OTHERWISE
NOTED. ALTHOUGH THE DRAWINGS ARE INTENDED TO BE AN ACCURATE GRAPHIC DEPICTION OF
THE WORK, DO NOT RELY ON SCALED DIMENSIONS, BUT RATHER THE FIGURED DIMENSIONS SHALL
GOVERN. LARGER SCALE DETAILS SHALL GOVERN SMALLER SCALE DRAWINGS.

4. ALL CONSTRUCTION SHALL CONFORM TO THE PROVISIONS OF CODES CURRENTLY ADOPTED BY THE
GOVERNMENTAL AUTHORITY HAVING JURISDICTION. ANY CONDITIONS ON THE DRAWINGS KNOWN TO
BE NON-COMPLYING SHALL BE BROUGHT TO THE ATTENTION OF THE ARCHITECT/ENGINEER.

5. ALL WORK SPECIFIED HEREIN SHALL BE INSPECTED IN ACCORDANCE WITH THE BUILDING CODES
CURRENTLY ADOPTED BY THE GOVERNMENTAL AUTHORITY HAVING JURISDICTION.

6. ALL WORK SHALL SPECIFIED HEREIN SHALL COMPLY WITH ALL APPLICABLE CODES AND
ORDINANCES.

7. ALL PARTS AND MATERIALS APPLICABLE SHALL BE SUPPLIED AND INSTALLED, PER MANUFACTURED
SYSTEM INSTALLATION REQUIREMENTS.

8. ALL COMPONENTS, EQUIPMENT, ETC., SHALL BE INSTALLED PER MANUFACTURER'S PRINTED
INSTRUCTIONS.

9. IF THE CONTRACTOR OBSERVES ANY ERRORS, DISCREPANCIES OR OMISSIONS IN THE CONTRACT
DOCUMENTS, HE SHALL PROMPTLY NOTIFY THE ARCHITECT/ENGINEER, REQUESTING CLARIFICATION.
IF THE CONTRACTOR PROCEEDS WITH WORK AFFECTED BY SUCH ERRORS, DISCREPANCIES OR
OMISSIONS WITHOUT RECEIVING SUCH CLARIFICATION, HE DOES SO AT HIS OWN RISK. ANY
ADJUSTMENTS INVOLVING SUCH CIRCUMSTANCES MADE BY THE CONTRACTOR, PRIOR TO
APPROVAL BY THE ARCHITECT/ENGINEER, SHALL BE AT THE CONTRACTOR'S RISK AND THE
SETTLEMENT OF ANY COMPLICATIONS OR DISPUTES ARISING THEREFROM SHALL BE AT THE
CONTRACTOR'S SOLE EXPENSE.

10. THE CONTRACTOR SHALL TAKE ALL NECESSARY PRECAUTIONARY MEASURES TO PROTECT THE
PUBLIC AND ADJACENT PROPERTIES FROM DAMAGE THROUGHOUT CONSTRUCTION.

11. THE STARTING OF WORK BY ANY CONTRACTOR OR SUBCONTRACTOR SHALL BE CONSIDERED
PROOF THAT HE HAS INSPECTED AND ACCEPTED ALL CONDITIONS INVOLVED IN HIS WORK AND
FINDS THEM SATISFACTORY.

12. ALL LUMBER, WOOD GROUNDS, NAILERS AND BLOCKING CONCEALED IN WALLS OR LOCATED IN
CEILING PLENUMS SHALL BE FIRE-RETARDANT TREATED.

13. EXTREME CARE SHALL BE EXERCISED IN CUTTING, DRILLING OR ANCHORING TO THE EXISTING
STRUCTURE. IF ANY DETERIORATION OR DAMAGE TO THE EXISTING STRUCTURE OCCURS OR IS
OBSERVED DURING DEMOLITION OPERATIONS, IT SHALL BE REPORTED TO THE CONTRACTING
OFFICER'S TECHNICAL REPRESENTATIVE.

14. CONTRACTOR TO COORDINATE ISOLATION OF SMOKE DETECTORS AND FIRE ALARM DEVICES WITH
CONTRACTING OFFICER'S TECHNICAL REPRESENTATIVE PRIOR TO START OF DEMOLITION.

THRESHOLD TYPE NUMERAL(S)

THE FOLLOWING IS THE MANDATORY INFECTION CONTROL/ CONSTRUCTION EVALUATION:

A. OBTAIN INFECTION CONTROL DOCUMENTS AND START WORK PERMIT BEFORE
CONSTRUCTION BEGINS.

B. ISOLATE HVAC SYSTEM IN AREAS WHERE WORK IS BEING DONE TO PREVENT
CONTAMINATION OF DUCT SYSTEM.

C. COMPLETE ALL CRITICAL TEMPORARY BARRIERS OR IMPLEMENT CONTROL CUBE METHOD
BEFORE CONSTRUCTION BEGINS

D. MAINTAIN NEGATIVE AIR PRESSURE WITHIN WORK SITE UTILIZING HEPA EQUIPPED AIR
FILTRATION UNITS.

E. DO NOT REMOVE TEMPORARY BARRIERS FROM WORK AREA UNTIL COMPLETE PROJECT IS
INSPECTED BY VAMC SAFETY REPRESENTATIVES.

F. SEAL ALL HOLES, PIPES, CONDUITS AND PUNCTURES APPROPRIATELY. F.P CAULKING AT
ALL PENETRATIONS IN SMOKE & FIREWALLS.

G. VACUUM WORK AREA WITH HEPA FILTERED VACUUMS.
H. CONTAIN CONSTRUCTION WASTE BEFORE TRANSPORT IN TIGHTLY COVERED CONTAINERS.
I. SEAL AND CLEAN TRANSPORT RECEPTACLES OR CARTS.
J. WET MOP AREA WITH DISINFECTANT.

LOCATION MAP KEY PLANVICINITY MAPCODE ANALYSIS

SCOPE OF TENANT WORK:

PURPOSE OF SPACE:

NUMBER OF STORIES IN BUILDING:

TYPE OF CONSTRUCTION:

HIGH RISE BUILDING:

AREA PER FLOOR:

MAXIMUM OCCUPANCY:

SPRINKLERS:

FIRE RESISTANCE DESIGN:

RENOVATION

DAYCARE

I-4

1

II-A

NO

64

YES

YES

APPLICABLE CODES

BUILDING CODE: IBC 2012
MECHANICAL CODE: IMC 2012
PLUMBING CODE: IPC 2012
ELECTRICAL CODE: NEC 2012
LIFE-SAFETY: NFPA 101

ACCESSIBILITY CODE: ABA

1. THE VA MEDICAL CENTER IS AN OSHA INSPECTED WORK SITE AND CONTRACTORS ARE SUBJECTED TO
FOLLOW ALL VA AND OSHA SAFETY RULES, REGULATIONS AND STANDARDS.

2. CONTRACTOR IS REQUIRED TO PROVIDE FALL PROTECTION FOR HIS EMPLOYEES. A FALL PROTECTION PLAN
SHOULD BE ESTABLISHED AND SUBMITTED TO THE VA.

3. THE CONTRACTOR IS TO PROTECT PATIENTS, VISITORS AND EMPLOYEES FROM FALLING DEBRIS FOR THE
DURATION OF THIS PROJECT.

CONTRACTOR'S EMPLOYEES SHALL NOT ENTER THE PROJECT SITE WITHOUT APPROPRIATE VA MEDICAL CENTER
SITE ACCESS BADGE. CONTRACTOR'S MUST OBTAIN ID BADGES IN ACCORDANCE WITH MEDICAL CENTER
MEMORANDUM (MCM) 05-04 "PERSONNEL SUITABILITY AND SECURITY PROCEDURES. CONTRACTOR PERSONNEL
MAY ALSO BE SUBJECT TO INSPECTION OF THEIR PERSONAL EFFECTS WHEN ENTERING OR LEAVING THE
PROJECT SITE.

SAFETY REQUIREMENTS

SECURITY REQUIREMENTS

SYMBOLS LEGEND

MANDATORY 'ICRA' REQUIREMENTS

MATERIALS LEGENDABBREVIATIONS GENERAL NOTES DRAWING INDEX
A
ACT ACOUSTICAL CEILING TILE
ADO AUTOMATIC DOOR OPENER
AFF ABOVE FINISH FLOOR
ALT ALTERNATE OR ALTERNATIVE
ALUM ALUMINUM
ANOD ANODIZED
AV AUDIO VISUAL

B
BD BOARD
BLDG BUILDING
BLKG BLOCK OR BLOCKING

C
CB CEMENTITIOUS BOARD
CL CLEAR
CLG CEILING
CM CENTIMETER
CMU CONCRETE MASONRY UNIT
CONC CONCRETE
CONST CONSTRUCTION
CONT CONTINUOUS
CORR CORRIDOR
COTR CONTRACTING OFFICER'S

TECHNICAL REPRESENTATIVE
CPT CARPET
CR CARD READER
CT CERAMIC TILE

D
DEG DEGREE
DEMO DEMOLITION
DTL DETAIL
DIA DIAMETER
DIM DIMENSION
DN DOWN
DW DISHWASHER
DWG DRAWING

E
E EAST
EA EACH
EL ELEVATION (GRADE)
ELEC ELECTRICAL
EQ EQUAL
EQUIP EQUIPMENT
ETR EXISTING TO REMAIN
EXIST EXISTING
EXT EXTERIOR

F
FE FIRE EXTINGUISHER
FEC FIRE EXTINGUISHER CABINET
FF FINISHED FLOOR
FIN FINISH
FLR FLOOR
FLUOR FLUORESCENT
FP FIREPROOFING
FR FIRE RETARDANT/FIRE RESISTIVE
FT FLOOR TRANSITION
FURN FURNITURE
FWC FABRIC WALL COVERING

G
GA GAUGE
GALV GALVANIZED
GB GRAB BAR
GC GENERAL CONTRACTOR
GFRC GLASS FIBER REINFORCED CONCRETE
GFRF GLASS FIBER REINFORCED GYPSUM
GL GLASS
GWB GYPSUM WALL BOARD
GYP GYPSUM

H
HC HOLLOW CORE
HD HOLD
HDR HEADER
HDW HARDWARE
HDWD HARDWOOD
HM HOLLOW METAL
HR HOUR
HT HEIGHT
HVAC HEATING, VENTILATION &

AIR CONDITIONING

I
ID INSIDE DIAMETER
IN INCH
INCAN INCANDESCENT
INSUL INSULATION
INT INTERIOR

J
JB JUNCTION BOX
JT JOINT

L
LAM LAMINATED
LAV LAVATORY

M
M METER
MAS MASONRY
MAX MAXIMUM
MDF MEDIUM DENSITY FIBERBOARD
MECH MECHANICAL
MANUF MANUFACTURER
MIN MINIMUM
MM MILLIMETER
MTD MOUNTED
MTG MOUNTING
MTL METAL

N
N NORTH
NIC NOT IN CONTRACT
NTS NOT TO SCALE

O
OC ON CENTER
OFCI OWNER FURNISHED,

CONTRACTOR INSTALLED
OD OUTSIDE DIAMETER
OH OPPOSITE HAND OR OVERHEAD
OPER OPERABLE
OPP OPPOSITE
OPT OPTION OR OPTIONAL

P
P PAINT
PART PARTITION
PLAM PLASTIC LAMINATE
PR PAIR
PS PROJECTION SCREEN
PT PARTITION TYPE
PTD PAINTED
PVC POLYVINYL CHLORIDE
PWD PLYWOOD

Q
QT QUARRY TILE
QTR QUARTER
QTY QUANTITY

R
R RADIUS OR RISER
RCP REFLECTED CEILING PLAN
REINF REINFORCEMENT
REQ REQUIRED
RES RESILIENT
RM ROOM
RO ROUGH OPENING
RSF RENTABLE SQUARE FOOTAGE

S
S SOUTH
SA SUPPLY AIR
SAN SANITARY
SC SOLID CORE OR SHOWER

CURTAIN
SCHED SCHEDULE OR SCHEDULED
SCW SOLID CORE WOOD
SECT SECTION
SF SQUARE FOOT OR SQUARE FEET
SH SPRINKLER HEAD
SHT SHEET
SHTG SHEATHING
SIM SIMILAR
SP STANDPIPE
SPEC SPECIFIED OR SPECIFICATIONS
SQ SQUARE
SS STAINLESS STEEL
STA STATION
STC SOUND TRANSMISSION CLASS
STD STANDARD
STN STONE
STND STAINED
STL STEEL
STOR STORAGE
STRU STRUCTURE OR STRUCTURAL
SUSP SUSPENDED OR SUSPENSION
SYM SYMBOL
SYS SYSTEM

T
TEL TELEPHONE
TERR TERRAZZO
T&G TONGUE & GROOVE
THK THICK OR THICKNESS
THRU THROUGH
TV TELEVISION
TYP TYPICAL

U
UNO UNLESS NOTED OTHERWISE
USF USABLE SQUARE FOOTAGE
UWS UPHOLSTERED WALL SYSTEM

V
VCT VINYL COMPOSITION TILE
V.C. VA PURCHASED CONTRACTOR

INSTALLED
VERT VERTICAL
VT VINYL TILE
VWC VINYL WALL COVERING

W
W WEST OR WIDE OR WIDTH
W/ WITH
WB WALL BASE
WC WATER CLOSET
WD WOOD
WDO WINDOW
WO WINDOW OPENING
W/O WITHOUT
WP WATERPROOFING
WR WASTE RECEPTACLE
WS WEATHERSTRIPPING
WSF WELDED SEAMLESS FLOORING
WSB WELDED SEAMLESS BASE
WT WEIGHT

Y
YD YARD

USE GROUP OF BUILDING:

FIRE ALARM SYSTEM:

DETAIL NO.
SHEET NO.

X

X

BLOCKING
CONTINUOUS WOOD

(LARGE SCALE)(LARGE SCALE)

STEEL STUD WALL
(LARGE SCALE)

RIGID INSULATION GLASS

STEEL

FACE BRICK

ALUMINUM

BLOCKING OR SHIMS

RESILIENT MATERIAL

ACOUSTICAL TILE CARPET (DOTTED LINE
ONLY WHEN OVER PAD)

(SMALL SCALE)

ACOUSTICAL/BATT RESILIENT MATERIAL

(LARGE SCALE)
CERAMIC TILE INTERMITTENT WOOD

INSULATION (SMALL SCALE)

FINISH WOOD

CERAMIC TILE
(LARGE SCALE)

PLYWOODGYPSUM BOARD

STRUCTURAL CONC.
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GI 002 Index - Architectural Abbreviations, Legends and Symbols

HI 001 Cover Sheet - Hazmat Abbreviations, Legends and Symbols

HA 100 First Floor - Abatement Plan

AD 100 Existing Floor Plan

AD 101 First Floor Plan- Demolition

AD 102 Reflected Ceiling Plan - Demolition

AE 100 First Floor Plan- New Construction

AE 101 First Floor - Reflected Ceiling Plan 1

AE 200 Elevations - Exterior

AE 201 Elevations - Interior

AE 300 Building Sections - Longitudinal / Transverse 1

AE 401 Enlarged Partial Plan/Details

AE 402 Enlarged Partial Plan/Details

AE 403 Floor Plan - Ramp Plan Details

AE 404 Floor Plan - Ramp Elevations

AE 500 Section Details - Millwork 1

AE 501 Details

AE 600 Partition Types 1

AE 601 Door & Hardware Schedule

AE 602 Window Schedule

AS 100 Site Plan

IN 100 First Floor - Finish Plan 1

IN 600 Finish Schedule 1

MI 001 Cover Sheet - Mechanical Abbreviations, Legends and Symbols

MD 100 First Floor - HVAC Demolition Plan

MH 101 First Floor - HVAC New Construction Plan 1

MH 500 HVAC Details

MH 600 HVAC Schedules

PI 001 Cover Sheet - Plumbing Abbreviations, Legends and Symbols

PD 100 First Floor & Crawl Space - Plumbing Demolition Plan

PL 100 New Construction (Plumbing)

PL 300 Riser Diagram (Isometric)

PL 400 Plumbing Details

PL 600 Plumbing Schedules

EI 001 Cover Sheet - Electrical Abbreviations, Legends and Symbols

ED 100 First Floor - Demolition Lighting

ED 101 First Floor - Demolition Power 1

EL 100 First Floor - New Construction (Lighting)

EP 101 First Floor - New Construction Plan (Power) 1

E 600 Light Fixture & Panelboard Schedules

FI 001 Cover Sheet - Fire Protection Abbreviations, Legends & Symbols

FA 100 First Floor - Fire Protection

Architectural

General

Mechanical

Electrical

Plumbing

Interior

Hazmat

Fire Protection

1

1

1

1

1

1 ADDENDUM FOR RFI'S CJZ 06/10/14

1

1

1

1

1

1



EQ. EQ. EQ. EQ.

E
Q

.
E

Q
.

E
Q

.
E

Q
.

8'
-1

1
7/

8"
V

IF
8'

-1
1

7/
8"

V
IF

E
Q

.

10'-7 1/2"9'-8 7/8"

E
Q

.

E
Q

.
E

Q
.

1'
-6

"

1'
-6

"

EQ.

1'
-6

"

1'
-6

"

12345

EQ. EQ.

E
Q

.

E
Q

.

6

78

EQ. EQ.

TYP.TYP.TYP.TYP.TYP.TYP.TYP.

TYP.9

10

A.F.F.
Generic

9' - 5"

A.F.F.
Generic

9' - 5"
A.F.F.

Generic
9' - 5"

A.F.F.
Generic

9' - 5"

A.F.F.
Generic

9' - 5"

A.F.F.
Generic

9' - 5" A.F.F.
Generic

9' - 5"

A.F.F.
Generic

9' - 5"

8'-11 1/8"

EQ.EQ.

18'-0" 18'-0"

24"x24" Diffuser

48" Pendant Light

12"x12" Diffuser

2'x4' Ceiling Light

1'x4' Ceiling Light

Exhaust Fan

24"x24" min. Ceiling
access panel

Ceiling mounted
access panels

Return Air Vent

Project Number

Building Number

Drawing Number

Project Title

Location

Date Checked Drawn

Drawing Title

Approved: Project Director

ARCHITECTSCONSULTANTS

E

D

C

B

A

86654321

86654321

E

D

C

B

A

Department of
Veterans Affairs

th
re
e
in
c
h
e
s
=

o
n
e
fo
o
t

6
"

1
0

6
"

o
n
e
a
n
d
o
n
e
h
a
lf

in
c
h
e
s
=

o
n
e
fo
o
t

o
n
e
in
c
h
=

o
n
e
fo
o
t

2
0

6
"

6
"

0
2

th
re
e
q
u
a
rt
e
rs

in
c
h
=

o
n
e
fo
o
t

o
n
e
h
a
lf

in
c
h
=

o
n
e
fo
o
t

4
0

th
re
e
e
ig
h
th
s
in
c
h
=

o
n
e
fo
o
t

4
0

Office of
Construction
and Facilities
Management

GENERAL NOTES

KEY NOTES =

LEGEND

VAMC, Martinsburg WV

Rev. DateInit

6/10/2014 2:05:59 PMZ:\Engineering\Current Projects\613-13-126_Renovate 313B Day Care\Drawings\Revit Drawing\313B_Daycare Renovation_Rev1.rvt

AE 101

First Floor - Reflected Ceiling Plan Building 313B - Daycare Renovation
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313B
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1/4" = 1'-0"
1

Reflected Ceiling Plan - New Construction

1. RETAIN & RE-USE EXISTING DRY SPRINKLER SYSTEM.
2. ALL DIFFUSERS, REGISTERS, EXHAUST FANS & ACCESS PANELS ARE

SHOWN ON THE DRAWINGS IN APPROXIAMTE LOCATIONS. FIELD VERIFY
& INSTALL DIFFUSERS, EXHAUST FANS & ACCESS PANELS TO BEST
LOCATION WITH CONSIDERATION TO OTHER SYSTEMS & COMPONENTS
THAT WOULD HINDER AN UNOBSTRUCTED INSTALLATION.

3. NEW CEILING TO BE INSTALLED AT SAME ELEVATION AS EXISTING
CEILING.

1. 48" PENDANT LIGHT (2 Lamp) -120V.
2. CEILING - 5/8" GYPSUM BOARD ALL ROOMS.
3. 2'x4' CEILING LIGHT, LINEAR BOX (2 Lamp)-120V.
4. EXHAUST FAN TYP.
5. 1'x4' CEILING LIGHT, LINEAR BOX (1 Lamp) -120V.
6. 24" x 24" MIN. ACCESS PANEL IN CEILING.
7. 24" x 24" SUPPLY REGISTERS (6 places).
8. 12" x 12" SUPPLY REGISTERS (6 places).
9. CEILING MOUNTED ACCESS PANLES (see sheet MH 101).
10. CEILING RETURN AIR VENT.

1 ADDENDUM FOR RFI'S CJZ 06/10/14
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AE 300

Building Sections - Longitudinal /
Transverse

Building 313B - Daycare Renovation

04-23-2014 MAS CJZ

313B

613-13-126

1/4" = 1'-0"
3

313B-7 Building Section -Facing West

1/4" = 1'-0"
1

313B - Building Section - Facing North

1/4" = 1'-0"
2

313B - Building Section - Facing South

1/4" = 1'-0"
4

313B-7 Building Section - Facing East

1. REFERENCE SHEET AE-600 FOR PARTITION TYPES, AE-601 FOR
DOOR/HARDWARE SCHEDULE, AE-602 FOR WINDOW SCHEDULE, IN-600
FOR FINISH SCHEDULE & PL-100 FOR PLUMBING SCHEDULE.

2. BE SURE TO PROTECT ALL SPRINKLER HEADS WHEN APPLYING
SPRAY INSULATION & INTUMESCENT PAINT COATING TYP.

1. SEAL ATTIC W/CLOSED CELL SPRAY INSULATION (R-38 min.) APPLIED
BETWEEN ATTIC TRUSSES TO UNDERSIDE OF THE ROOF SHEATHING.
APPLY CLOSED CELL INSULATION TO BOTH END WALLS IN THE ATTIC &
COVER WITH 5/8" DRYWALL. FOAM INSULATION SHALL BE CLASS As A -
flame - spread 0-25, SMOKE DEVELOPED 0-450. ALL CLOSED CELL SPRAY
INSULATION IN THE ATTIC SHALL HAVE All INTUMESCENT PAINT
COATING APPLIED TO COMPLY WITH NFPA REQUIREMENTS FOR THIS
TYPE OF APPLICATION.

2. ALL BATHROOM SIGNAGE IS VA SUPPLIED VA INSTALLED TYP.
3. REFINISH EXISTING DOOR & FRAME (See finish schedule).
4. NEW RECESSED FIRE HOSE/EXTINGUISHER BOX.
5. SEAL EXISTING LOUVER & COVER WITH SPRAY FOAM INSULATION.
6. INSTALL 4" VINYL TRIM IN ALL ROOMS UNLESS OTHERWISE NOTED &

AT THE BASE OF ALL HALF WALLS TYP.
7. 1" x 3" TRIM, CLEAR STAINED.

1

1 ADDENDUM FOR RFI'S CJZ 06/10/14

1



3'
-0

"
1'

-6
"

Plastic laminate rail &
stile upper & lower
cabinets (Typ.)

Adjustable shelving
melamine finish on heavy
duty metal pin supports
(Typ.)

Door pulls &
self closing hinges (Typ.)

Plastic laminate countertops
on 3/4" MDF substrate

Door pulls (Typ.)

4"
1

1/
2"

3'
-0

"

2'-1"

3 Drawers

Melamine interior upper &
lower cabinets (Typ.)

Plastic laminate (Typ.)

Run sheduled flooring &
base thru cabinet(Typ.)

Plastic laminate
backsplash

7
1/

2"

1/
8"

1'
-1

0
3/

4"

1'-0"

Line of drywall
bulkhead (Typ.)
(See note 9)

Melamine rail & stile
upper & lower
cabinets (Typ.)

Adjustable shelving
melamine finish on heavy
duty metal pin supports
(Typ.)

Door pulls &
self closing hinges (Typ.)

Adjustable shelving
melamine finish on heavy duty
metal pin supports (Typ.)

Plastic laminate countertops
on 3/4" MDF substrate

Door pulls & self closing
hinges (Typ.)

4"
1

1/
2"

3'
-0

"

4"

Drawer

Melamine interior upper &
lower cabinets (Typ.)

Plastic laminate door (Typ.)

Run sheduled flooring &
base thru cabinet(Typ.)

Plastic laminate
backsplash

1'
-6

"
3'

-0
"

1'-0"

7
1/

2"

1/
8"

1'
-1

0
3/

4"

Line of drywall
bulkhead (Typ.)
(See note 9)

Plastic laminate countertops
on 3/4" MDF substrate

Door pulls & self closing
hinges (Typ.)

Fixed Panel

1/
8"

4"
1

1/
2"

3'
-0

"

2'-1"

4"
9"

m
in

. 1'-5" min.

2'
-3

"

8" min.

Door stop

Melamine interior upper &
lower cabinets (Typ.)

Plastic laminate door (Typ.)

Run sheduled flooring &
base thru cabinet(Typ.)

ADA clearance under
sink shown hatched

Plastic laminate backsplash

3"

Plumbing connection side mtd.
preformed drain & piping

ADA sink with offset rear drain
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AE 500

Section Details - Millwork Building 313B - Daycare Renovation

04-23-2014 MAS CJZ

313B

613-13-126

1 1/2" = 1'-0"
2

Upper & Lower Kitchen Cabinets & Drawers - Section
1 1/2" = 1'-0"

1
Upper & Lower Kitchen Cabinets - Section

1 1/2" = 1'-0"
3

ADA Accessible Sink Base Cabinet - Section

1. REFERENCE SHEET AE-600 FOR PARTITION TYPES, AE-601 FOR
DOOR/HARDWARE SCHEDULE, AE-602 FOR WINDOW SCHEDULE, IN-600
FOR FINISH SCHEDULE & PL-100 FOR PLUMBING SCHEDULE.

2. FOR ALL UPPER & LOWER CABINETS USE COMMERCIALLY AVAILABLE
SIZES EQUAL TO SIZES SHOWN IN DETAILS.

3. ALL UPPER & LOWER CABINETS TO BE RAIL & STILE.
4. ALL HINGES TO BE SELF CLOSING.
5. ALL CABINETRY IS TO BE MELAMINE INTERIOR & SHELVING W/PLASTIC

LAMINATE COUNTER TOPS, DOORS & DRAWER.
6. ALL UPPER & LOWER CABINETS TO HAVE ADJUSTABLE MELAMINE

SHELVING (Not including the sink base cabinet).
7. ALL UPPER & LOWER CABINETS & DRAWERS TO HAVE DOOR PULLS.
8. ALL UPPER CABINETS GET BULKHEAD FROM THE TO[ OF CABINET TO

CEILING.

1 1

1 ADDENDUM FOR RFI'S CJZ 06/10/14



1'-3"

Flooring as scheduled

3-5/8" Metal runners
top & bottom

4-1/2" Thermal
air barrier

3-5/8" Metal stud

5/8" Water resistant
drywall (Typ.)

Sound attenuation
batt insulation (Typ.)

Tile as scheduled (Typ.)
See elevations for heights

7 3/4" MIN.

5/8" Cementitious outer board
@ tile locations (Typ.)

4 7/8"

3-5/8" Metal stud

5/8" Gypsum board (Typ.)

Base as scheduled

Flooring as scheduled

3-5/8" Metal runners
top & bottom

3/8" Metal reveal trim

1-1/2" Laminate top cap

3'
-0

3/
4"

Existing acoustic ceiling system

Provide continuous tape at joint
between wall & ceiling system
for duct control

3-5/8" Metal stud

5/8" Gypsum Board (Typ.)

3-5/8" Metal runners
top & bottom

Provide continuous tape at joint
between wall & ceiling system
for duct control

4 7/8"

Structure above

Acoustical sealant (Typ.)

3-5/8" Metal stud

5/8" Gypsum board (Typ.)
Use purple board in wet locations

3-5/8" Metal runners
top & bottom

4 7/8"

Base as scheduled (Typ.)

Flooring as scheduled

Structure above

Acoustical sealant (Typ.)

3-5/8" Metal stud

5/8" Gypsum board (Typ.)

3-5/8" Metal runners
top & bottom

4 7/8"

Flooring as scheduled

Tile as scheduled (Typ.)
See elevations for heights

Base as scheduled (Typ.)

5/8" Cementitious outer board
@ tile locations (Typ.)

1'-6 3/8"

Flooring as scheduled

3-5/8" Metal runners
top & bottom

4-1/2" Thermal
air barrier

3-5/8" Metal stud

5/8" Water resistant
drywall (Typ.)

Sound attenuation
batt insulation (Typ.)

Tile as scheduled (Typ.)
See elevations for heights

5/8" Cementitious outer board
@ tile locations (Typ.)
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AE 600

Partition Types Building 313B - Daycare Renovation

04-23-2014 MAS CJZ

313B

613-13-126

1 1/2" = 1'-0"
4

Partition 15" - Section
1 1/2" = 1'-0"

3
Partition 4-7/8" Half-wall - Section

1. ALL TOILETS & WET WALLS TO GET MOLD RESISTANT DRYWALL.

1 1/2" = 1'-0"
2

Partition 4-7/8" - Temp. Construction Barrier Section
Not to Scale

1 Partition 4-7/8" - Wall Section

1 1/2" = 1'-0"
5

Partition 4-7/8" - Wall Section (Tile On Bathroom Side)
1 1/2" = 1'-0"

6
Partition 18-3/8" - Section

1

1 ADDENDUM FOR RFI'S CJZ 06/10/14



DN

313B-1
SPRINKLER/MECH

ROOM

Existing
sprinkler
piping.

313B-8
HALLWAY

313B-4
UNISEX

BATHROOM

313B-2
KITCHEN

313B-6
GIRLS
ROOM

313B-3
STORAGE

ROOM

313B-5
BOYS
ROOM

313B-7
DAYCARE ROOM

1710 SF

RC3 - Capri Cork

AND/OR Rubber Cork
COLOR: Bayleaf AD1006

RR1 - Capri Cork

Re-tire- (Inside circle)
Color: Roma RC1 - Capri Cork

AND/OR Rubber Cork
COLOR: Red AD2001

RC2 - Capri Cork

AND/OR Rubber Cork
COLOR: Wheat AD1005

RC3

VCT1

P4

RB1

CT1

CWT1

CT1

CWT2CWT3

CT1

VCT1

VCT1

RC1 -Capri Cork

AND/OR Rubber Cork
COLOR: Red AD2001

RC3 - Capri Cork

AND/OR Rubber Cork
COLOR: Bayleaf AD1006

P1/P3

P5

P2/P5

P2/P5

RC3

VCT1

P1/P3

P1/P3

P1/P3

R 12' - 1 5/16"

RR1 - Capri Cork

Re-tire- (Inside circle)
Color: Roma

RR1 - Capri Cork

Re-tire- (Inside circle)
Color: Roma

P4

P4

P2P2

P2
P4

P2

P2
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IN 100

First Floor - Finish Plan Building 313B - Daycare Renovation

04-23-2014 MAS CJZ

313B

613-13-126

1/4" = 1'-0"
1

First Floor Plan - Interior Design

1. SEE SHEET IN 600 FOR FINISH SCHEDULE

1 1

1 1

1
1

1 ADDENDUM FOR RFI'S CJZ 06/10/14

1



Finish Schedule and Notes

No.

Room

313B-1

Name

313B-2

313B-2A

313B-3

313B-4

313B-5

313B-6

313B-7

313B-8

313B-1 Mechanical/Sprinkler

Underlayment Material

313B-2 Kitchen

313B-2A HSKP

313B-3 Storage Room

313B-4 Unisex Restroom

313B-5 Boys Room

313B-6 Girls Room

313B-7 Daycare Room

313B-8 Daycare Hallway

None - Existing

Finish

VCT1

Material

Base

VCT1

RR1/RC2

RC2

North Wall

Finish Code

GWB 1

GWB 2

GWB 1

GWB 2

GWB 2

GWB 2

GWB 2

GWB - Existing

GWB 1

Finish

East Wall

Finish Code

GWB 1

GWB 2

GWB 1

GWB 2

GWB 2

GWB 2

GWB 2

GWB - Existing

None

Finish

South Wall

Finish Code

GWB - Existing

GWB 2

GWB 2

GWB 2

GWB 2

GWB 2

GWB - Existing

Finish

GWB 1

GWB - Existing

West Wall

Finish Code

GWB 2

GWB 2

GWB 2

GWB 2

GWB 2

GWB - Existing

Finish

GWB - Existing

GWB - Existing

GWB - Existing

Ceiling

Material

GWB 1

Finish Height

GWB 1

GWB 1

GWB 1

GWB 1

GWB 1

GWB 1

GWB 1

GWB 1

9'-5"

9'-5"

9'-5"

9'-5"

9'-5"

9'-5"

9'-5"

9'-5"

9'-5"

HVAC

Heat Cool

Yes Yes

Yes Yes

Yes Yes

Yes Yes

Yes Yes

Yes

Yes

Yes

Yes

Yes

Yes

Yes

Yes

Remarks

Key:

GWB 1

GWB 2

GWB 3

VCT1

5/8" Gypsum Wallboard

5/8" Water/Mold Resistant Gypsum Wallboard

5/8" Type X Gypsum Wallboard

12x24 Vinyl Composition Tile

GL

P1

P2

P3

P4

P5

EXP

AT

Glass (Glazing)

Exposed

Acoustical Ceiling Tile w/2'x2' Suspension Grid

Wall Corner Guards: Acrovyn SSM-20 Color: 101 French Cream

RB1 Resilent Base Roppe Pinnacle Plus Profile 15; 5" H; Color: 631 Sahara

CT1

CWT1

Ceramic Tile

Ceramic Wall Tile

CWT2 Ceramic Wall Tile

CWT3 Ceramic Wall Tile

RC1 Rubber Cork Flooring

RC2 Rubber Cork Flooring
RC3 Rubber Cork Flooring

Benjamin Moore 2018-50 Morning Sunshine

Benjamin Moore OC-97 Cream Froth

Benjamin Moore 2128-10 Black Beauty

Benjamin Moore AF-390 Glacial Tilt

Benjamin Moore HC-118 Sherwood Green

DalTile 3"x6" Rittenhouse Square-0169 Waterfall

DalTile Keystones 2" Hexagon D317 Biscuit

DalTile 3"x6" Rittenhouse Square-0160 Cornsilk

DalTile 3"x6" Rittenhouse Square-1452 Cypress

Capri Cork AND/OR 4mm color: AD2001 Red

Capri Cork AND/OR 4mm color: AD1005 Wheat

Capri Cork AND/OR 4mm color: AD1006 Bayleaf

VCT1

RB1

RB1

CT1

CT1

CT1

RR1 Recycled Rubber Floor 4'-0 rolls Capri Cork 4mm Color: Re-tire Roma

CTB1 Ceramic Base DalTile Keystones C833-color: D317 Biscuit

CTB1

CTB1

CTB1

P4 P4 P4 P4

P4 P4 P4 P4

P4 P4 P4 P4

P5 P5 P5 P5

P2/CWT3

P2/CWT2

P2 P2 P2 P2

Armstrong Raffia Pearl 55803

GR GroutColor: See Interior Elevations

VCT1 RB1

RB1

RB1

RB1

P1/P3 P1/P3 P1/P3 P2/P5

P2/CWT3 P2/CWT3 P2/CWT3

P2/CWT2 P2/CWT2 P2/CWT2

P2/CWT1 P2/CWT1 P2/CWT1 P2/CWT1

P4

P4

P4

P4

P4

P4

P4

P4
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IN 600

Finish Schedule Building 313B - Daycare Renovation

04-23-2014 MAS CJZ

313B

613-13-126

1 ADDENDUM FOR RFI'S CJZ 06/10/14
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DN

FD

AHU SUPPLY
24x14

FLEX CONNECTION

SYSTEM SUPPLY
20x18

SYSTEM RETURN
20x18

AHU RETURN
24x14

FLEX CONNECTION

AHU RETURN
24x14

AHU-1

MD

MIXING
PLENUM

VD

FROM RETURN

VD

SD12X14

30X24 OA LOUVER
810 CFM, 4" DEEP
PROVIDE BAKED
ENAMEL FINISH

12x12 SUPPLY
200 CFM

12x12 SUPPLY
100 CFM

12x12 SUPPLY
100 CFM

12x12 SUPPLY
85 CFM

12x12 SUPPLY
85 CFM

12x12 SUPPLY
85 CFM

12x12 SUPPLY
50 CFM

24x24 SUPPLY
300 CFM

20x18

20x18

20X14 20X10 12X10

100 CFM
8X8ER

60 CFM
EXH

8"DIA WALL CAP

AHU-1

10X6

6x6

6x6

10
X

6

6x6 6x6

6x6 6x6

6X
6

6X
6

MD

10 CFM
u

10 CFMu

10 CFMu

10 CFM

u

20x18

20x18

SD

PRV

TO STEAM COIL

CONNECT TO EXISTING

1800 CFM

10
X

8
10

X
8

24x24 SUPPLY
300 CFM

24x24 SUPPLY
300 CFM

24x24 SUPPLY
300 CFM

24x24 SUPPLY
300 CFM

24x24 SUPPLY
300 CFM

M
P

S

C
R

L

313B-1
SPRINKLER/MECH ROOM

92 SF

Existing
sprinkler
piping.

313B-8
HALLWAY

313B-4
UNISEX BATHROOM

50 SF

313B-2
KITCHEN

82 SF 313B-6
GIRLS ROOM

50 SF

313B-3
STORAGE ROOM

51 SF

313B-7
DAYCARE ROOM

1710 SF
(SF includes hallway)

313B-2A
HSKP

313B-5
BOYS ROOM

52 SF
10"

10"

10"

10"

10"

10"

10
X

8
10

X
8

10
X

8
10

X
8

EF-1

100 CFM
8X8ER

EF-1

100 CFM
8X8ER

EF-1

8"

8"

8"

6"

12X14

8"

8"

8"

160 CFM
8X8ER

EF-4

200 CFM
8X8ER

EF-2

u

100 CFM
8X8ER

EF-5

50 CFM
8X8ER
EF-3

VD VDVD

VD VD VD

24"x24" DIFFUSER

12"x12" DIFFUSER

EXHAUST FAN

SMOKE DAMPER
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MH 101

First Floor - HVAC New Construction
Plan

Building 313B - Daycare Renovation

04-23-2014 RS CJZ

313B

613-13-126

1/4" = 1'-0"
1

First Floor Plan - HVAC New Construction Plan

3/8" = 1'-0"
2

313B-9 Sprinkler Mechanical - Elevation (Facing West)

1. NEW CONDENSING UNIT ON NEW SLAB.
2. ALL HORIZONTAL DUCT WORK TO BE SUPPORTED BY HANGERS IN ATTIC

SPACE.
3. ALL FLEX DUCT TO BE NO MORE THEN 5' MAX.
4. WALL MOUNTED THERMOSTAT.
5. BRICKED IN LOUVER IN OLD WINDOW OPENING.
6. EXISTING MEDIUM PRESSURE STEAM LINES (MPS).
7. EXISTING CONDENSATE RETURN LINE (CRL).
8. CEILING MOUNTED ACCESS PANELS.
9. EXHAUST FAN.
10. SMOKE DAMPER (See sheet MH 500 detail 1)
11. EXTEND 8" EXHAUST DUCT THRU ROOF TO ROOF CAP.
12. CONTRACTOR TO COORDINATE LOCATION OF MAIN HVAC LINE WITH

EXISTING CATWALK IN ATTIC.

2 TYP.12 TYP.

4

3 TYP.

5

8
(Typ.)
(See note 3)

3
TYP.
(See note 4)

See detail 2
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ED 101

First Floor - Demolition Power Building 313B - Daycare Renovation

04-23-2014 FL CJZ

313B

613-13-126

1/4" = 1'-0"
1

First Floor Plan - Demolition Electrical

1. ALL FIRE ALARM DEVICES TO REMAIN OPERATIONAL DURING
DEMOLITION.

2. REFER TO ELECTRICAL COVER SHEET EI 001 FOR ABBREVIATIONS,
LEGENDS, SYMBOLS, EL 100 FOR NEW LIGHTING & EP 101 FOR NEW
POWER.

1. ALL EXISTING RECEPTACLES & DATA PORTS IN THE MAIN ROOM TO
REMAIN UNLESS OTHERWISE SPECIFIED.

2. REMOVE EXHAUST FAN.
3. REMOVE "Hirsch" ACCESS CONTROL PANEL & RETAIN FOR

REINSTALLATION.
4. REMOVE EXISTING QUADRAPLEX TYPE RECEPTACLE.
5. PANEL 313 A & B-MDP - TEMPORARILY CAP & RELOCATE WIRING FOR 313

A, SEE SHEET EP 101 FOR NEW LOCATION.
6. REMOVE ALL SWITCHES, RECEPTACLES & DATA PORTS & ALL

ASSOCIATED COMPONENTS UNLESS OTHERWISE SPECIFIED.
7. EXISTING CORRIDOR MAIN DISTRIBUTION JUNCTION BOX, REMOVE

FEEDERS FOR 313B DAYCARE, EXISTING FEEDERS TO CURRENT PANEL
TO REMAIN.

1

1

1 ADDENDUM FOR RFI'S CJZ 06/10/14
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DUPLEX RECEPTACLE OUTLET, GFCI ("Hospital Grade") 20A,
120V.. WALL MOUNTED AT 18" AFF U.O.N (Weather Proof)

DUPLEX RECEPTACLE OUTLET, GFCI ("Hospital Grade") 20A,
120V.. WALL MOUNTED AT 18" AFF U.O.N

DUPLEX RECEPTACLE OUTLET, ("Hospital Grade") 20A, 120V..
WALL MOUNTED AT 18" AFF U.O.N

PHONE OUTLET (Wall Mtd.), W/BACK BOX & EC STUBBED UP TO
4" ABOVE FINISHED CLG, INCLUDING DRAG LINE. MTG HGT 18"
AFF U.O.N. 1 VOICE CABLE 4PAIR UTP CAT 5.

DISCONNECT SWITCH

FIRE ALARM PULL STATION

FIRE ALARM STROBE

PANEL BOARD - NORMAL POWER
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EP 101

First Floor - New Construction Plan
(Power)

Building 313B - Daycare Renovation

04-23-2014 FL CJZ

313B

613-13-126

1/4" = 1'-0"
1

First Floor Plan - Electrical New Construction Power

1. REFER TO ELECTRICAL COVER SHEET EI 001 FOR ABBREVIATIONS,
LEGENDS, SYMBOLS & EP 101 FOR NEW POWER.

2. ALL CIRCUITS ORIGINATE FROM PANEL 313 ACB MDP. SPECIFIC CIRCUIT
NUMBERS MAY DIFFER FROM DRAWING.

3. EXISTING HIRSCH CONTROL PANEL NEEDS CARD ACCESS CONTROL (card
reader) & KEYPAD INSTALLED ON EXISTING ENTRANCE DOOR.

4. RECEPTACLES ABOVE COUNTER ARE TO BE 8" ABOVE COUNTER TOP TO
CENTER OF RECEPTACLE.

1. NEW WEATHER PROOF GFI RECEPTACLE.
2. RE-USE EXISTING DISCONNECT SWITCH.
3. NEW AC COMPRESSOR LOCATED ON NEW SLAB.
4. EXISTING PANEL - HIRSCH ACCESS CONTROL SURFACE MOUNTED (New

Location) see note 2.
5. PANEL 313 A & B-MDP SURFACE MOUNT TO NEW LOCATION SHOWN.
6. REINSTALL EXISTING TO REMAIN FIRE ALARM DEVICE ON NEW WALL AT

PRIOR ELEVATION.
7. EXISTING FIRE ALARM DEVICES ON EXISTING WALLS REMAIN INSTALLED &

OPERATIONAL UNLESS OTHERWISE NOTED.
8. PROVIDE 2AV N.O. RELAY FOR CIRCUIT #8 120/1/60 FOR EF-1 (3), EF-2, EF-3,

EF-4, EF-5, JUNCTION BOX IN CEILING, INTERLOCK & ENERGIZE RELAY
WITH AHU-1 ON POWER STATUS.

9. NEW PANEL FEEDER FROM EXISTING MAIN DISTRIBUTION JUNCTION BOX
IN CORRIDOR FOR 313B NEW PANEL.

10. EXISTING MAIN DISTRIBUTION JUNCTION BOX.
1

1

1
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